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FIXTURE INSTALLATION INSTRUCTIONS

Saturna 4012LED Series
Remove luminaire from carton.

Install mounting plate to wall surface over a recessed junction box (junction box by others).

Secure mounting plate to surface of wall independently from junction box (mounting hardware provided by others).

Connect fi xture wires to supply wires with approved wire connectors and push splices securely into junction box.

Hook fi xture back plate driver housing over mounting plate making sure no wires are pinched. Tighten set screws (2) to secure 
against mounting plate. Do not over tighten but ensure assembly is secured.

Attach the cage assembly with cage attachment hardware (4) provided.

Energize and test as required.

For exterior / wet locations, silicone sealant should be applied to the top and down both sides to exclude water entrance.

IMPORTANT
Disconnect power before installing fi xtures. Read instructions before 
starting work. This product must be installed in accordance with the 
applicable installation code by a person familiar with the construction 
and operation of the product and the hazards involved.
Must be installed by a qualifi ed electrician.
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